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STATE OF WASHINGTON

DEPARTMENT OF ECOLOGY
3100 Port of Benton Blvd * Richland, WA 99352 * (509) 372-7950

August 30, 2007

Ms. Shirley J. Olinger, Acting Manager
Office of River Protection
United States Department of Energy
P.O. Box 450, MSIN: H6-60
Richland, Washington 99352

Mr. William S. Elkins, Project Director
Bechtel National, Inc.
2435 Stevens Center Place, MSIN: H4-02
Richland, Washington 99354

SEP 05 2007

EDMC

Re: Submittal of the Hanford Facility RCRA Permit Modification Notification Form 24590-
LAW-PCN-ENV-06-004; Class 1 Modification to the Dangerous Waste and Hanford
Facility Resource Conservation and Recovery Act (RCRA) Permit for the Treatment,
Storage, and Disposal of Dangerous Waste, Part III, Operating Unit 10 (Waste Treatment
and Immobilization Plant), WA7890008967

Dear Ms. Olinger and Mr. Elkins:

The Department of Ecology approves the referenced Class 1 Modification submitted August 9, 2007.
The approved Hanford Facility RCRA Permit Modification Notification Form is enclosed.

Modification 24590-LAW-PCN-ENV-06-004 provides the
Facility general arrangement drawings:

* 24590-LAW-P1-PO1T-00001, Revision 2
" 24590-LAW-Pl-PO1T-00002, Revision 5
" 24590-LAW-P1-POtT-00003, Revision 4
" 24590-LAW-Pl-POlT-00004, Revision 3
* 24590-LAW-P1-P01T-00007, Revision 8

" 24590-LAW-P1-PO1T-00008, Revision 7

" 24590-LAW-Pl-PO1T-00009, Revision 8
* 24590-LAW-PI-POlT-00010, Revision 8
" 24590-LAW-P1-POIT-0001 1, Revision 6

following updated Low Activity Waste
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Ms. Olinger and Mr. Elkins
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If there are any questions, contact me at 509-372-7882 or Tracy Gao at 509-372-7901.

Sincerely,

Brenda Becker-Khaleel
WTP Permit Writer
Nuclear Waste Program

aah/jc
Enclosure

cc electronic w/enc:
John Eschenberg, USDOE
Lori Huffman, USDOE
Tony McKarns, USDOE
Gae Neath, USDOE
Don Sommer, USDOE
William Taylor, USDOE
Brad Erlandson, BNI
Peggy Fisher, BNI
Stan Hill, BNI
Dennis Klein, BNI
Sandi Murdock, BNI
Phil Peistrup, WGI

cc w/enc:
Administrative Record: Tank Waste Treatment Requirements 7
Environmental Portal
USDOE-ORP Correspondence Control
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Quarter Ending Sept. 30, 2007 24590-LAW-PCN-ENV-06-004

Hanford Facility RCRA Permit Modification Notification Form

Part III, Operating Unit 10

Waste Treatment and Immobilization Plant

Index

Page 2 of 4: Hanford Facility RCRA Permit, Operating Unit 10, Waste Treatment and Immobilization Plant
Update LAW Vitrification Building General Arrangement Plan at El. (-) 21'-0" (24590-LAW-PI-POIT-00001)
Update LAW Vitrification Building General Arrangement Plan at El. 3'-0 (24590-LAW-P1-POIT-00002)
Update LAW Vitrification Building General Arrangement Plan at El. 22'-0" (24590-LAW-P1-P01T-00003)
Update LAW Vitrification Building General Arrangement Plan at El. 28'-0 (24590-LAW-PI-PO1T-00004)
Update LAW Vitrification Building General Arrangement Section A-A, B-B, C-C and S-S (24590-LAW-PI-P01T-00007)
Update LAW Vitrification Building General Arrangement Section D-D, E-E, F-F and T-T (24590-LAW-PI-PO1T-00008)
Update LAW Vitrification Building General Arrangement Section G-G, H-H, and J-J (24590-LAW-PI-PO1T-00009)
Update LAW Vitrification Building General Arrangement Section K-K, L-L, and M-M (24590-LAW-Pi-POIT-00010)
Update LAW Vitrification Building General Arrangement Section N-N, P-P, R-R and U-U (24590-LAW-Pi-PQ1T-00011)

Submitted by Co-Operator:

D. A. Klein

Reviewed by ORP Program Office:

StJlinger Date

24590-SENV-FOOOI 1 Rev 12 (6/18/2007)

Date

Ref: 24590-WTP-GPP-SENV--010
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Quarter Ending Sept. 30, 2007 24590-LAW-PCN-ENV-06-004

Hanford Facility RCRA Permit Modification Notification Form

Unit: Permit Part & Chapter

Waste Treatmnent and Immobilization Plant Part 111, Operating Unit 10

Description of Modification:

The purpose of this modification is to update the general arrangement drawings currently located in
Appendix 9.4 of the Dangerous Waste Permit (DWP). As discussed in "Proposed Transition Period for
Implementing Revised Process for Permit Incorporation of Design Documents at the Waste Treatment and
Immobilization Plant (WTP)" (CCN 141838), the following source General Arrangement drawings are submitted
to replace the permit General Arrangement drawings currently in Appendix 9.4:

* LAW Vitrification Building General Arrangement Plan at El. (-) 21'-a'
(24590-LAW-P1-PO1T-00001, Rev. 2)

* LAW Vitrification Building General Arrangement Plan at El. 3'-0"
(24590-LAW-P1-PlT-00002, Rev. 5)

* LAW Vitrification Building General Arrangement Plan at El. 22'-0"
(24590-LAW-P1-PO1T-00003, Rev. 4)

* LAW Vitrification Building General Arrangement Plan at El. 28'-W"
(24590-LAW-Pl-PO1T-00004, Rev. 3)

* LAW Vitrification Building General Arrangement Section A-A, B-B, C-C and S-S
(24590-LAW-P1-PO1T-00007, Rev. 8)

* LAW Vitrification Building General Arrangement Section D-D, E-E, F-F and T-T
(24590-LAW-P1-PO1T-00008, Rev. 7)

* LAW Vitrification Building General Arrangement Section G-G, H-H, and J-J
(24590-LAW-P1-PO1T-00009, Rev. 8)

* LAW Vitrification Building General Arrangement Section K-K, L-L, and M-M
(24590-LAW-P1-PO1T-00010, Rev. 8)

" LAW Vitrification Building General Arrangement Section N-N, P-P, R-R and U-U
(24590-LAW-Pi -PO1T-0001 1, Rev. 6)

The above mentioned general arrangement drawings include revisions as indicated by notes, clouds, and
revision triangles shown on the document(s); The revisions shown are the result of ongoing design. Revisions
of the above documents that are not associated with dangerous waste management (e.g. utility support systems)
are described in the general revision notes in the above documents, but may not be discussed below. The
following are the changes to the above mentioned general arrangement drawings that are potentially relevant to
the management of dangerous waste and/or associated systems and equipment:

* LAW Vitrification Building General Arrangement Plan at El. (-) 21'-0" (24590-LAW-P1-PO1T-00001)
o Reconfiguration of doorways to rooms L-B012 and L-B014 to allow sufficient access for all required

maintenance activities
o Elimination of one LAW melter and equipment associated with the 2 + 2 melter configuration
o Removed sumps associated with third LAW melter pour cave (dry area)
o Removed two facility transformers in accordance with Electrical Design Criteria and Guide (24590-WTP-

DC-E-01 -001) (25% excess capacity requirement is still met with reduced number of transformers)
o Approved Drawing Change Notices impacting this drawing: 24590-LAW-P1 N-PO1T-00025 and -00027

24590-SENV-FOOO11 Rev 12 (6/18/2007) Ref: 24590-WTP-GPP-SENV-010
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Quarter Ending Sept. 30, 2007 24590-LAW-PCN-ENV-06-004

o Approved Field Changes impacting this drawing:
" 24590-WTP-FC-E-05-0034: Modified conduit spacing to eliminate potential air pockets in poured

concrete
* 24590-WTP-FC-E-06-0046: Designed new conduit support
" 24590-WTP-FC-E-06-0096: Relocate enclosure PTJ-ENCL-0001 0 to prevent interference with pipe

support
* 24590-WTP-FC-E-06-0106: Moved UPE-PNL-20072 to the west wall of room L-B09 to eliminate

piping interference and rename panel LVE-PNL-20070 to UPE-PNL-20072
o Removed room schedule

LAW Vitrification Building General Arrangement Plan at El. 3'-0" (24590-LAW-P1-PO1T-00002)
o Revised melter assembly pad - added R1/C1 designation
o Added callout for 2-inch plate cover over third melter bay (room L-01 12)
o Added callout for LMH-MHAN-00079 and SCW-TK-00006
o Note 4 appended to indicate 24590-LAW-Pl-P23T-01003 for equipment identification numbers
o Revised configuration of MVE-XFMR-20603, MVE-XFMR-20604, MVE-XFMR-20605 and MVE-XFMR-

20606, LVE-MCC-20104, LVE-SWDB-20101 and LVE-SWDB-20102 (release of hold 13)
o Added C3V-FCU-00038 to room L-0101A

* LAW Vitrification Building General Arrangement Plan at El. 22'-0" (24590-LAW-P1-POlT-00003)
o Reconfigured position of LOP-PMP-0003A/B and LOP-PMP-0006A/B
o Updated fan coil units
o Added-callout to LSH-CRN-00001

" LAW Vitrification Building General Arrangement Plan at El. 28'-0" (24590-LAW-P1-PO1T-00004)
o Revised location and design of C2V-COND-00005/6 and LFH-HST-00001
o Updated LEH-CRN-00003 to reflect vendor data
o Added LOP-HTR-00001/2 in room LCO201
o Added callouts for DOW-SHR-00011/12/13, LP0217, 20-CRN-00003, LEH-CRN-00005/6, C5V-HEPA-

00040/41 and LP0217A
o Added hold 14 (annex roof equipment pending final location)

* LAW Vitrification Building General Arrangement Section A-A, B-B, C-C and S-S (24590-LAW-P1-POlT-
00007)
o Updated LVP-SKID-00001/2 and LVP-SCB-00001 configuration (release of hold 5, Section B)

o Updated C2V-HEPA-00004 and C3V-HEPA-00004 configuration (release of hold 12, Sections A and S)
o Updated C3V-FAN-00005 configuration (release of hold 13, Sections A and S)
o Relocated and modified electrical equipment in rooms L-0311 and L-0225 (Section B)

* LAW Vitrification Building General Arrangement Section D-D, E-E, F-F and T-T (24590-LAW-Pi-P01T-
00008)
o Release of hold 13 on C2 workshop monorail and hoist (room L-0204)
o Release of hold 14 on C2 MSM maintenance shop monorail and hoist (room L-0209)
o Update of C5V-FAN-00010, C5V-HEPA40/41, and C5V-FLTH-00157/158 (release of hold 16)

On drawing 24590-LAW-P1-PO1T-00008 it has been noted that rooms L-0209 and L-0211 were mistakenly
labeled R-0209 and R-021 1. WTP is in the process of developing a design change notice to address this issue
and correct the mislabel in the next drawing revision.

24590-SENV-FOO011 Rev 12 (6/18/2007) Ref: 24590-WTP-GPP-SENV-010
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Quarter Ending Sept. 30, 2007 24590-LAW-PCN-ENV-06-004

* LAW Vitrification Building General Arrangement Section G-G, H-H, and J-J (24590-LAW-P1-PO1T-00009)
o Updated configuration of LVP-SKID-00001, LOP-ENCL-00001, LMP-ENCL-00013/17 (release of hold 6)
o Updated configuration of NaOH pump (associated with SHR-TK-00003) (release of hold 10)
o Configuration of C5V-FAN-0009/10 and fan coil unit shown (release of hold 13)
o LVP-HEPA-00002A/B equipment configuration shown in Section G

* LAW Vitrification Building General Arrangement Section K-K, L-L, and M-M (24590-LAW-P1-PO1T-00010)
o Updated LVE-MCC-20201/20202 to reflect vendor data
o Updated configuration of C3V-HEPA-00004 (release of hold 9)
o Release of hold 10 on the ASXsystem

* LAW Vitrification Building General Arrangement Section N-N, P-P, R-R and U-U (24590-LAW-P1-PO1T-
00011)
o Update of LVP-EXHR-00001A/B/C and LVP-SKID-00001 (release of hold 8)
o Release of hold 10 on C2V-HEPA-00004 and C3V-HEPA-00004
o Added hold 12

Per WAC 173-303-830(4)(d)(ii)(A), these changes do not substantially alter the permit conditions or reduce the
capacity of the facility to protect human health or the environment.

Appendix 9.4
Replace: 24590-LAW-P1-P1T-POO01, Rev. 2 With: 24590-LAW-P1-PO1T-00001, Rev. 2

24590-LAW-P1-PO1T-P0002, Rev. 3 24590-LAW-P1-PO1T-00002, Rev. 5
24590-LAW-P-P1T-POO03, Rev. 0 24590-LAW-P1-PO1T-00003, Rev. 4
24590-LAW-P1-PO1T-P0004, Rev. 1 24590-LAW-P1-PO1T-00004, Rev. 3
24590-LAW-P1-PO1T-P0007, Rev. 5 24590-LAW-P1-PO1T-00007, Rev. 8
24590-LAW-P1-PO1T-P0008, Rev. 3 24590-LAW-P1-PO1T-00008, Rev. 7
24590-LAW-P1-PO1T-P0009, Rev. 5 24590-LAW-P1-PO1T-00009, Rev. 8
24590-LAW-P1-PO1T-P010, Rev. 5 24590-LAW-P1-PO1T-00010, Rev. 8
24590-LAW-Pl -P01 T-PO01 1, Rev. 1 24590-LAW-Pl -P01 T-0001 1, Rev. 6

WAC 173-303-830 Modification Class: 12 Class 1 Class 11 Class 2 Class 3
Please mark the Modification Class: X
Enter Relevant WAG 173-303-830, Appendix I Modification citation number. A.3
Enter wording of WAC 173-303-830, Appendix I Modification citation:
A.3 General Permit Provisions, Equipment replacement or upgrading with functionally equivalent components (e.g., pipes,
valves, pumps, conveyors, controls)

Modification Approved: V Yes No (state reason for denial) Reviewed by Ecology:
Reason for denial:

B Be Khae D e

Class 1 modifications requiring prior Agency approval.
2 If the proposed modification does not match any modification listed in WAC 173-303-830 Appendix I, then the proposed modification

should automatically be given a Class 3 status. This status may be maintained by the Department of Ecology, or down graded to a
Class 1, if applicable.

24590-SENV-F0001 1 Rev 12 (6/18/2007) Ref: 24590-WTP-GPP-SENV-010


